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(\ WATER MAIN

ANCHORING TEE AND VALVE
OR TAPPING SLEEVE AND

VALVE

STANDARD

STANDARD FIRE
HYDRANT

INSTALLATION
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COUPLING

INSTALLATION
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TYPICAL FIRE HYDRANT
INSTALLATION
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6’0 STEEL PIPE W/CONCRETE FILL

6' LENGTH (3' ABOVE PAVING, 3" BELOW
PAVING) TO BE CASED IN 16"@ PIER TO
DEPTH OF 1'-0". BELOW BOTTOM OF

PIPE USE 2-#6x12" THRU PIPE INTO
CONCRETE PIER. PIPES TO BE PAINTED RED.
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6" CONCRETE
FILL STEEL PIPE
NOTE:
FOR USE ONLY WHERE CURBS
ARE NOT POSSIBLE.
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z ] A BLUE STIMSONITE FIRE-LITE REFLECTOR
- i 1 (OR APPROVED EQUAL) TO BE PLACED IN
- oZ! , I THE CENTER OF STREET OPPOSITE FIRE
5| =3 HYDRANTS. THE INSTALLATION OF THIS
& , REFLECTOR SHALL BE AS PRESCRIBED BY
& THE MANUFACTURER.
i | XJ
1IF.H |
| 1
I
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NOTE:

1. DO NOT PLACE FIRE HYDRANT WITHIN CURB RADIUS RETURN.
2. WHERE FIRE HYDRANT IS TO BE LOCATED BETWEEN

STREET INTERSECTIONS FIRE HYDRANTS SHALL BE

PLACED AT A PROPERTY INTERSECTION (EXTENDED).

TYPICAL FIRE HYDRANT REFLECTOR INSTALLATION
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COLOR CODE

Project No. :

STANDARD-DETAILS

STANDARD DETAILS
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| 8" WATER MAINS
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